The ultra-high-frequency (UHF) method is used to analyze the insulation condition of electric equipment by detecting the UHF electromagnetic (EM) waves excited by partial discharge (PD). As part of the UHF detection system, the UHF sensor determines the detection system performance in signal extraction and recognition. In this paper, a UHF antenna sensor with the fractal structure for PD detection in switchgears was designed by means of modeling, simulation and optimization. This sensor, with a flat-plate structure, had two resonance frequencies of 583 MHz and 732 MHz. In the laboratory, four kinds of insulation defect models were positioned in the testing switchgear for typical PD tests. The results show that the sensor could reproduce the electromagnetic waves well. Furthermore, to optimize the installation position of the inner sensor for achieving best detection performance, the precise simulation model of switchgear was developed to study the propagation characteristics of UHF signals in switchgear by finite-difference time-domain (FDTD) method. According to the results of simulation and verification test, the sensor should be positioned at the right side of bottom plate in the front cabinet. This research established the foundation for the further study on the application of UHF technique in switchgear PD online detection.
Introduction
Insulation defects, such as protrusions, bad contacts and free metallic particles, may trigger partial discharges (PDs) in high-voltage equipment, and in most occasions, the existence of PD in equipment is treated as the indicator of insulation integrity degeneration [1] . Although PD has little influence on the insulation strength, without appropriate corrective measures it can come to be the cause of insulation flashovers or breakdowns [2] . Therefore, the detection of PD has become one of the most significant insulation condition assessment methods [3] . High-voltage switchgears which directly provide power supply to distribution networks and consumers have been widely used in the power system. Great economic costs have resulted from blackouts due to switchgear equipment faults. Furthermore, switchgears have a quite complex internal structure, many parts of differing physical qualities and small internal space. As a result, these devices are prone to be affected by partial discharges.
Currently, the main means of PD detection for switchgears involve ultrasonic detection [4] [5] [6] , radio frequency (RF) detection [7] , transient earth voltage detection [8] and UHF detection [9, 10] . In comparison, the UHF method features a great anti-interference capability, high sensitivity and broad application. As part of UHF detection system, the performance of the UHF sensor directly conditions the whole detection system performance in signal extraction and recognition. Basically, UHF antenna sensors can be broken down into two main categories: internal and external. The electromagnetic waves generated by PD are shielded by the steel casing of the switchgear, but a small amount of electromagnetic waves still radiates outside the box from joints and outgoing line ports. These radio waves decay severely in the air. For this reason, the sensitivity of the UHF method is not very high when the UHF sensor is installed outside the cabinet. However, if an inner sensor is adopted, not only will the detection sensitivity be increased, but the outer electromagnetic interference will also be avoided. Most UHF antenna sensors described in the related research are external ones. Furthermore, existing UHF inner sensors are designed for some specific devices such as transformers and gas insulated switchgear (GIS) [11, 12] . A special inner sensor designed for switchgear hasn't been developed yet. Besides, there is a particularly close relationship between the location of the UHF sensor and the sensitivity of this method. The object of study in the UHF technique is electromagnetic waves. Because of the limited space and the complex structure of the switchgear, its components affect the propagation of the radio waves differently, which makes it hard to determine the best place to install the sensor [8] . Intensive study of UHF is very necessary to analyze the propagation characteristics of UHF signals in switchgears. The GIS simulation model has been developed by the FDTD method for the research on propagation characteristics [13] [14] [15] [16] . With a coaxial cavity structure, however, GIS has an entirely different structure from switchgears. The GIS conclusions may not apply to switchgear because their different structures. The transformer simulation model has also been developed for the study of propagation characteristics [17, 18] . Transformer cores and windings play a decisive role in the propagation characteristics of transformers while the internal structure of switchgears is more complex and the two kinds of equipment can't be lumped together.
In this paper, an inner UHF antenna sensor based on the fractal technique has been developed. The sensor is designed in accordance with the features of UHF monitoring in switchgear. In addition, a switchgear simulation model has been developed by the FDTD method for the research into the propagation characteristics. The detection results of different monitoring points under various discharges have been analyzed by simulation and test methods, which offer the theoretical basis of the location of the inner sensor.
Inner UHF Antenna Sensor
The antenna is developed to be installed in the switchgear for the UHF monitoring method. Since the frequency of signals in air used in the UHF method are commonly distributed from 300 MHz to 1 GHz [9] , and wide band information is necessary for such a method, the mentioned antenna should work over 300 MHz with wide band capability. However, as too much low-frequency noise exists, the antenna working frequency should be a little higher than 300 MHz to achieve better SNR. Besides, a fast data acquisition card would be used to transform the signal from the antenna into digital data for further analysis. With consideration of the UHF method requirements and economic factors, an antenna with a working band from about 500 MHz to 1 GHz would be developed.
The inner structure of switchgear is complicated, with a number of electric components, including the cabinet, partition boards, current transformers (CTs), circuit breakers (CBs), bushings, insulators, bus-bars, etc. CTs, CBs, insulators and bus-bars are the basic components installed in all types of switchgears. Due to the components within switchgears, there is not much space for an inner antenna. The space is further limited by the insulation requirements due to the air insulation used in switchgears. As a result, this places demands on the size and shape of the inner antenna. In addition, the inner antenna should also work with low standing wave ratio (VSWR), high gain and suitable directivity to collect PD signals inside the switchgear.
To satisfy the above requirements, a micro-strip with a Koch structure will be developed as the inner antenna. The Koch curve is a type of fractal curve. This kind of fractal curve could make up the micro-strip antenna with Koch structure shown in Figure 1 . 
Feed point
The general micro-strip antenna commonly has a bandwidth of a few of percent, while the fractal structure could contribute to extend the frequency band [19] . Moreover, the adoption of a substrate with low permittivity is beneficial to spectral band extension. For this reason, as shown in Figure 2 , the substrate and ground plate are separated by an air layer because of its low permittivity.
As shown in Figures 1 and 2 , the structural parameters of the designed antenna consist of the dimensions of the radiation patch W and L, the feeding point coordinates (x,y), the relative permittivity of the substrate, the thickness of substrate H 1 , the dimensions of substrate W g and L g , the thickness of the air layer H 2 , the thickness of the ground plate H 3 and the fractal dimension. The simulation model of the Koch fractal patch antenna has been developed using the High Frequency Structure Simulator (HFSS) software. Furthermore, the parameters above have been optimized with the optimization of the coordinated of the feeding point as an example shown in Figure 3 . The feed point is located in the diagonal of the micro-strip, with its coordinate origin in the center of the micro-strip as seen in Figure 1 . The general parameters of the sensor are listed in Table 1 . A picture of the designed antenna with a flat-plate structure is shown in Figure 4 . Since the ground plate of antenna isn't the radiating element, the performance of this antenna is less affected by the switchgear cabinet when the sensor is installed on the inner side plate of the switchgear body. The VSWR curve, gain and directivity of the sensor have been measured by an AV3629 vector network analyzer, AV1487B signal source, HP8592L spectrum analyzer, and HP8720D vector network analyzer, respectively. The measured VSWR curve with two resonance frequencies is illustrated in Figure 5b . The first resonance frequency is 583 MHz with the VSWR of 1.3, the frequency band from 565 MHz to 623 MHz, the relative bandwidth of 10%, while the second one is 732 MHz with the VSWR of 1.7, the frequency band from 668 MHz to 850 MHz, the relative bandwidth of 24%. Compared with the VSWR curve in HFSS, the two curves are almost the same. Due to the construction, the peak between two resonance points of the measured curve is higher than the simulated one, while the overall bandwidth of the measured curve is better than the simulated one. feeding point
The gain of the sensor is listed in Table 2 . The gain within the working band is over 1.4 dB, with which the sensor can detect weak PD signals. However, the gain is only -1.5 dB for 700 MHz because it's out of the working band. This indicates that signals outside the antenna working band will be attenuated too severely to be collected. Therefore, the low-frequency noise will be avoided efficiently. Compared to ultra-wide-band (UWB) antennas, the size of the developed antenna is smaller, which is more suitable for installation in switchgears. Its gain within the working band would be relatively higher due to deep VSWR curve in the two resonance frequency point. Last but not the least, as shown in Figure 6 , the excellent vertical directivity of the antenna ensures that the signals above it can be collected best. In summary, the antenna satisfies the above requirements well. The measured waveforms of the air-gap, surface flashover, metallic outshoot, and metal particles insulation defects are illustrated in Figure 9a -d respectively. They show that the UHF sensor could reproduce the waveforms of the partial discharges of various kinds well. 
Influence of Each Component in the Switchgear on the Propagation of Electromagnetic Waves
A switchgear has a quite complex internal structure, and each component of a switchgear has different effects on the propagation of UHF signals. Hence, the emphasis of this section is placed on the influence of the actual size and structure of the switchgear on the propagation of radio waves. Figure 10 shows an FDTD simulation model of a switchgear with the dimensions of 1,110 mm × 1,250 mm × 2,620 mm that consists of a cabinet, partition boards, CTs, CBs, bushings, insulators and bus-bars. The material parameters of each component are listed in Table 3 . The FDTD method is based on mesh generation, and the meshing size closely relates to the accuracy of the result and the amount of calculation. To balance calculation time and precision, the meshing size should be appropriate. According to the Courant condition, the maximum mesh size L max should be calculated as [20] :
where c is the speed of light and f is the maximum frequency of the excitation source. The maximum frequency of our simulation analysis was set at 3 GHz due to the UHF band being used. Therefore, according to Equation (1), the maximum mesh size L max was 10 mm. In this article, the simulation model was meshed uniformly in a three-dimensional system. Then the corresponding time step Δt was calculated to be 19.26 ps. It must be mentioned that the simulation boundary condition is determined to be a perfectly matched layer (PML). The partial discharge source used in the simulation was a Gaussian pulse with broad frequency characteristics as defined in Equation (2):
where τ is a constant that determines the width of the pulse waveform, t 0 is the time when the peak waveform occurs and I 0 is the amplitude of the waveform. The waveform was determined to have τ of 616 ps, t 0 of 616 ps and I 0 of 1 A. The discharge capacity of the Gaussian pulse was calculated to be 359.6 pC by waveform integration.
Influence of CT on the Propagation of EM Waves
The size of CT with the iron core structure and windings is relatively larger than the other components, so the influence of the component on the propagation of EM waves can't be ignored. The proposed discharge source was placed near the B-phase CT. Two detection points were located on the near and far sides of the CT relative to the discharge source, respectively. Figure 11a ,b is the simulation results of the near and far sides, respectively. It can be seen from the comparison of the time domain waveforms that the waveform amplitude reduces by as much as 6 dB when the EM waves pass through the CT. In addition, the amplitude dwindles rapidly by more than 20 dB after the first peak appears. The Fast Fourier Transform (FFT) waveforms show that the CT makes the low frequency components (the frequency band below 1.5 GHz, the same below) attenuate greatly while the high frequency ones (the frequency band above 1.5 GHz, the same below) hardly change. According to these results, the sensor should not be positioned near CTs due to their influence of attenuation of EM waves. 
Influence of CB on the Propagation of EM Waves
CB is the most important part of switchgear, and is normally located in the breaker chamber. The CB of the simulation model is a vacuum circuit breaker with a porcelain vase structure outside and a metal shield shell inside. The pulsed discharge signal was placed near the B-phase CB. Two detection points were located on the near and far sides of the CB relative to the discharge source, respectively. Simulation results are shown in Figure 12a ,b. From the comparison of the time domain waveforms, the radio waves spread through the CB with little attenuation. It is likely that although the EM waves pass into the porcelain vase with a little dielectric attenuation, they diffract with little decay when meeting the metal shield shell as the size of the shell is rather smaller than that of electric waves. It's worth noting that the waveform will distort thanks to the existence of CB. The FFT waveforms also indicate that CB has a limited effect on the spectrum distribution. From these simulation results, it is concluded that the installation position of the sensor does not have to avoid the CB areas under the condition that the small waveform distortion can be neglected.
Influence of the Insulator on the Propagation of EM Waves
Since there is a large quantity of insulators in switchgear, EM waves inevitably spread into the regions of these insulators. The artificial discharge source was placed near an insulator. Then two detection points were placed on the near and far sides of the insulator relative to the discharge source, respectively. By comparing the measured waveforms illustrated in Figure 13a ,b, we see that the insulator affects the waveform amplitude slightly, but with great wave shape distortion. It is shown from the FFT waveforms, the low frequency components are weakened by the insulator. It can be concluded that the UHF antenna should not be located next to insulators because the severe wave distortion would affect pattern recognition. 
Influence of Bus-Bar on the Propagation of EM Waves
The metal-material bus-bars are widely distributed in the cabinet, so the influence of bus-bars on the propagation of EM waves cannot be ignored. The above discharge source was located near the bus-bar connected with the B-phase CT. Then two detection points were placed on the near and far sides of the insulator relative to the discharge source, respectively. Figure 14a ,b is the simulation results of the near and far sides, respectively. Through the time domain waveforms, it is shown that the electric wave decays by 3.5 dB because of the reflection losses. Then the FFT waveforms indicate that the high frequency components are restrained by the bus-bar. From these results, the sensor should not be positioned near bus-bars because they will be disadvantageous to signal reception. 
The Optimal Installation Position of the Inner Sensor
According to the results of Section 3, it can be found that the components in the switchgear affect the electromagnetic waves differently and they affect electromagnetic waves as a whole. As one of the most important components in the UHF monitoring system, the UHF sensor should be installed in an appropriate place to optimize detection results. In this section, the best place to position the inner sensor will be studied.
Simulation Analysis
According to the simulation analyses of Section 3, in this article, several detection points were set in the simulation model. Then, referring to the common types and locations of discharges that occur in switchgear in [21] , various discharge sources were placed. The waveform amplitudes would be used to determine the best detection point, namely, the optimal installation position of the inner sensor. Moreover, the mentioned discharge source is the same as in Section 3.1. The locations of discharge sources and detection points are shown in Figure 10 and the coordinates are listed in Table 4 .
The amplitudes of electric field strength in each detection point are listed in Table 5 . In order to facilitate comparison of results, in Table 5 each value is divided by the maximum value in each row for normalization. Then the processed values of each column were added up to a total value, which is related to the overall detection effect of the corresponding detection point. Furthermore, the larger the value is, the better the overall detection effect is. The variance of values in each column was also figured out to determine the volatility of the detection for different discharge sources. The smaller the variance is, the less the volatility is. All the processed data was listed in Table 6 . In general, the detection point C located on the right side of the bottom plate and the detection point I located on the bottom-right side of the front cupboard door have good satisfied detection performance with overall consideration. From the viewpoint of safety, only the detection point I is close to CTs, which probably brings a new insulation fault hazard. Moreover, if the detection point I is selected for the sensor, the sensor need to be anchored vertically with more difficulty than point C, so in conclusion, the inner sensor should be positioned in the point C for the best detection performance. Table 4 . Coordinates of discharge sources and detection points.
Locations Coordinates

Experimental Verification
According to the results in Table 6 , the detection performance of each detection point located on the same mounting surface obviously don't vary from each other, so there is no necessity to verify the detection performance of every point. As a result, the four detection points with the best detection performance in each mounting surface were chosen to be the experimental verification points. They are point C, point F, point I and point K (marked in gray).The wiring diagram is illustrated in Figure 7 , and the components of this circuit are the same as those in Section 2. It must be mentioned that in each test, the values of the voltage on the same insulation defect model and the discharge capacity of discharge (i.e., waveform amplitudes got by the detection impedance) in the same defect model should be equal to each other. The test data can be collected ten minutes after the voltage was applied. Furthermore, each case contained 10 tests, and the average of these results was taken as the final result in order to reduce the random error as much as possible. The comparison between the results of test verification and simulation computation is shown in Figure 15 . According to these Figures, it can be seen that, on the condition of the discharge O 3 , the error of the two methods is relatively larger than that under other conditions, because the discharge O 3 is a kind of free metal particles PD discharge. It's a sort of non-stationary discharge. The metal particles would move irregularly in an electric field, which makes the strength of the discharge change greatly throughout the experiment. In general, errors occurred under most conditions. However, the simulated curves agree well with those of experiments. In other words, the simulation analysis method of is correct and feasible. Besides, the results indicate that the antenna with vertical directivity is best suitable for the location point C. Since the antenna would be installed at point C, the PD signal above it can be directly collected by the antenna, which best avoids the distortion and attenuation due to catadioptric effects and it ensures the integrity of the signals for better analysis. 
Conclusions
An inner UHF fractal antenna sensor which was specially designed for PD detection in switchgear was developed. The UHF sensor had two frequency bands. The first resonance frequency is 583 MHz with the VSWR of 1.3, the frequency band from 565 MHz to 623 MHz, the relative bandwidth of 10%, while the second one is 732 MHz with the VSWR of 1.7, the frequency band from 668 MHz to 850 MHz, the relative bandwidth of 24%. The waveforms of different kind of PDs in the switchgear can be measured with a high sensitivity.
In order to determine the optimal installation position of the inner senor, the FDTD simulation model was developed to study the propagation characteristics of UHF signals in switchgears. The simulation indicated that CTs and bus-bars would make the EM waves attenuate greatly and insulators would affect the EM waves with obvious distortion of the wave shape. The sensor should not be positioned near these three kinds of components. CBs had little influence on the radio waves, so the installation position of sensor may not avoid their areas. According to simulation analyses and experimental verification, the UHF sensor should be positioned at the right side of the bottom plate in the front cabinet (i.e., breaker chamber) to achieve the best detection performance.
